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Amend Chapter 10, Section 1006.2.2 by adding a new section 1006.2.2.1 which reads: 

 
1006.2.2.1 Assembly A-2 minimum single main entrance/exit door size: 
Where an A-2 use building or portion thereof utilizes a single main exit door per 
section 1006.2.2, unless the size of such single main exit door is determined to be 
larger in accordance with section 1006.2.2, The such single main entrance/exit 
door shall be a minimum 72 inches (nominal) width. and be in addition to any 
other required exit doors of various sizes at other locations. This single main 
entrance/exit door shall consist of a pair of side-hinged swinging type doors 
without a center mullion and shall be equipped with panic hardware – also see 
section 1011.3. 

 
DEFENSE: 
 
The recent tragedy at the Station Nightclub points to the need for larger egress 
components for A-2 uses.   


